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(i) 180 ng/J (1.4 Ib/MWh) gross energy
output on a 30-day rolling average
basis;

(ii) 65 ng/J (0.15 Ib/MMBtu) heat input
on a 30-day rolling average basis; or

(iii) 10 percent of the potential com-
bustion concentration (90 percent re-
duction) on a 30-day rolling average
basis.

(k) On and after the date on which
the initial performance test is com-
pleted or required to be completed
under §60.8, whichever date comes first,
no owner or operator of an affected fa-
cility located in a noncontinental area
that commenced construction, recon-
struction, or modification commenced
after February 28, 2005, shall cause to
be discharged into the atmosphere
from that affected facility any gases
that contain SO, in excess of the appli-
cable emission limitation specified in
paragraphs (k)(1) and (2) of this sec-
tion.

(1) For an affected facility that burns
solid or solid-derived fuel, the owner or
operator shall not cause to be dis-
charged into the atmosphere any gases
that contain SO, in excess of 520 ng/J
(1.2 Ib/MMBtu) heat input on a 30-day
rolling average basis.

(2) For an affected facility that burns
other than solid or solid-derived fuel,
the owner or operator shall not cause
to be discharged into the atmosphere
any gases that contain SO, in excess of
if the affected facility or 230 ng/J (0.54
Ib/MMBtu) heat input on a 30-day roll-
ing average basis.

§60.44Da Standard for nitrogen oxides
(NOx).

(a) On and after the date on which
the initial performance test is com-
pleted or required to be completed
under §60.8, whichever date comes first,
no owner or operator subject to the
provisions of this subpart shall cause
to be discharged into the atmosphere
from any affected facility, except as
provided under paragraphs (b), (d), (e),
and (f) of this section, any gases that
contain NOx (expressed as NOy) in ex-
cess of the following emission limits,
based on a 30-day rolling average basis,
except as provided under §60.48Da(j)(1):

(1) NOx emission limits.

§60.44Da

Emission limit for

Fuel type heat input

ng/Jd Ib/MMBtu

Gaseous fuels:

Coal-derived fuels ............... 210 0.50

All other fuels ............ccoveuees 86 0.20
Liquid fuels:

Coal-derived fuels ............... 210 0.50

Shale oil ............ . 210 0.50

All other fuels 130 0.30
Solid fuels:

Coal-derived fuels ............... 210 0.50

Any fuel containing more
than 25%, by weight, coal
refuse ....occcveeiiiiciiiins @ @

Any fuel containing more
than 25%, by weight, lig-
nite if the lignite is mined
in North Dakota, South
Dakota, or Montana, and
is combusted in a slag
tap furnace? ... 340 0.80

Any fuel containing more
than 25%, by weight, lig-
nite not subject to the 340
ng/J heat input emission

MIt2 e 260 0.60
Subbituminous coal . 210 0.50
Bituminous coal ..... . 260 0.60
Anthracite coal .. . 260 0.60
All other fuels ...........cccoveuees 260 0.60

1Exempt from NOx standards and NOx monitoring require-
ments.

2 Any fuel containing less than 25%, by weight, lignite is not
prorated but its percentage is added to the percentage of the
predominant fuel.

(2) NOx reduction requirement.

Percent reduc-
tion of potential
Fuel type combustion
concentration
Gaseous fUelS ..o 25
Liquid fUElS ..o 30
Solid fuels .....coooeiiiiiiis 65

(b) The emission limitations under
paragraph (a) of this section do not
apply to any affected facility which is
combusting coal-derived liquid fuel and
is operating under a commercial dem-
onstration permit issued by the Admin-
istrator in accordance with the provi-
sions of §60.47Da.

(c) Except as provided under para-
graphs (d), (e), and (f) of this section,
when two or more fuels are combusted
simultaneously, the applicable stand-
ard is determined by proration using
the following formula:

£ = (86w +130x +210y +260z +340v)

100
Where:
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E. = Applicable standard for NOx when mul-
tiple fuels are combusted simultaneously
(ng/J heat input);

w = Percentage of total heat input derived
from the combustion of fuels subject to the
86 ng/J heat input standard;

X = Percentage of total heat input derived
from the combustion of fuels subject to the
130 ng/J heat input standard;

y = Percentage of total heat input derived
from the combustion of fuels subject to the
210 ng/J heat input standard;

z = Percentage of total heat input derived
from the combustion of fuels subject to the
260 ng/J heat input standard; and

v = Percentage of total heat input delivered
from the combustion of fuels subject to the
340 ng/J heat input standard.

(d)(1) On and after the date on which
the initial performance test is com-
pleted or required to be completed
under §60.8, whichever date comes first,
no owner or operator of an affected fa-
cility that commenced construction
after July 9, 1997, but before or on Feb-
ruary 28, 2005 shall cause to be dis-
charged into the atmosphere any gases
that contain NOx (expressed as NOy) in
excess of 200 ng/J (1.6 Ib/MWh) gross en-
ergy output, based on a 30-day rolling
average basis, except as provided under
§60.48Da(k).

(2) On and after the date on which
the initial performance test is com-
pleted or required to be completed
under §60.8, whichever date comes first,
no owner or operator of affected facil-
ity for which reconstruction com-
menced after July 9, 1997, but before or
on February 28, 2005 shall cause to be
discharged into the atmosphere any
gases that contain NOx (expressed as
NO;) in excess of 65 ng/J (0.15 Ib/
MMBtu) heat input, based on a 30-day
rolling average basis.

(e) Except for an IGCC electric util-
ity steam generating unit meeting the
requirements of paragraph (f) of this
section, on and after the date on which
the initial performance test is com-
pleted or required to be completed
under §60.8, whichever date comes first,
no owner or operator of an affected fa-
cility that commenced construction,
reconstruction, or modification after
February 28, 2005 shall cause to be dis-
charged into the atmosphere from that
affected facility any gases that contain
NOx (expressed as NOy) in excess of the
applicable emission limitation speci-

40 CFR Ch. | (7-1-09 Edition)

fied in paragraphs (e)(1) through (3) of
this section.

(1) For an affected facility for which
construction commenced after Feb-
ruary 28, 2005, the owner or operator
shall not cause to be discharged into
the atmosphere any gases that contain
NOx (expressed as NOy) in excess of 130
ng/J (1.0 Ib/MWh) gross energy output
on a 30-day rolling average basis, ex-
cept as provided under §60.48Da(k).

(2) For an affected facility for which
reconstruction commenced after Feb-
ruary 28, 2005, the owner or operator
shall not cause to be discharged into
the atmosphere any gases that contain
NOx (expressed as NOy) in excess of ei-
ther:

(i) 130 ng/J (1.0 Ib/MWh) gross energy
output on a 30-day rolling average
basis; or

(ii) 47 ng/J (0.11 Ib/MMBtu) heat input
on a 30-day rolling average basis.

(3) For an affected facility for which
modification commenced after Feb-
ruary 28, 2005, the owner or operator
shall not cause to be discharged into
the atmosphere any gases that contain
NOx (expressed as NOy) in excess of ei-
ther:

(i) 180 ng/J (1.4 Ib/MWh) gross energy
output on a 30-day rolling average
basis; or

(ii) 65 ng/J (0.15 Ib/MMBtu) heat input
on a 30-day rolling average basis.

(f) On and after the date on which the
initial performance test is completed
or required to be completed under
§60.8, whichever date comes first, the
owner or operator of an IGCC electric
utility steam generating unit subject
to the provisions of this subpart and
for which construction, reconstruction,
or modification commenced after Feb-
ruary 28, 2005, shall meet the require-
ments specified in paragraphs (f)(1)
through (3) of this section.

(1) Except as provided for in para-
graphs (f)(2) and (3) of this section, the
owner or operator shall not cause to be
discharged into the atmosphere any
gases that contain NOx (expressed as
NO,) in excess of 130 ng/J (1.0 Ib/MWh)
gross energy output on a 30-day rolling
average basis.

(2) When burning liquid fuel exclu-
sively or in combination with solid-de-
rived fuel such that the liquid fuel con-
tributes 50 percent or more of the total
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heat input to the combined cycle com-
bustion turbine, the owner or operator
shall not cause to be discharged into
the atmosphere any gases that contain
NOx (expressed as NOy) in excess of 190
ng/J (1.5 Ib/MWh) gross energy output
on a 30-day rolling average basis.

(3) In cases when during a 30-day roll-
ing average compliance period liquid
fuel is burned in such a manner to
meet the conditions in paragraph (f)(2)
of this section for only a portion of the
clock hours in the 30-day period, the
owner or operator shall not cause to be
discharged into the atmosphere any
gases that contain NOx (expressed as
NOy) in excess of the computed weight-
ed-average emissions limit based on
the proportion of gross energy output
(in MWh) generated during the compli-
ance period for each of emissions limits
in paragraphs (f)(1) and (2) of this sec-
tion.

§60.45Da Standard for mercury (Hg).

(a) For each coal-fired electric utility
steam generating unit other than an
IGCC electric utility steam generating
unit, on and after the date on which
the initial performance test is com-
pleted or required to be completed
under §60.8, whichever date comes first,
no owner or operator subject to the
provisions of this subpart shall cause
to be discharged into the atmosphere
from any affected facility for which
construction, modification, or recon-
struction commenced after January 30,
2004, any gases that contain mercury
(Hg) emissions in excess of each Hg
emissions limit in paragraphs (a)(1)
through (5) of this section that applies
to you. The Hg emissions limits in
paragraphs (a)(1) through (5) of this
section are based on a 12-month rolling
average basis using the procedures in
§60.50Da(h).

(1) For each coal-fired electric utility
steam generating unit that burns only
bituminous coal, you must not dis-
charge into the atmosphere any gases
from a new affected source that con-
tain Hg in excess of 20 x 10—¢ pound per
megawatt hour (Ib/MWh) or 0.020 Ib/
gigawatt-hour (GWh) on an output
basis. The International System of
Units (SI) equivalent is 0.0025 ng/J.

§60.45Da

(2) For each coal-fired electric utility
steam generating unit that burns only
subbituminous coal:

(i) If your unit is located in a county-
level geographical area receiving great-
er than 25 inches per year (in/yr) mean
annual precipitation, based on the
most recent publicly available U.S. De-
partment of Agriculture 30-year data,
you must not discharge into the atmos-
phere any gases from a new affected
source that contain Hg in excess of 66 x
10-6 Ib/MWh or 0.066 Ib/GWh on an out-
put basis. The Sl equivalent is 0.0083
ng/J.

(ii) If your unit is located in a coun-
ty-level geographical area receiving
less than or equal to 25 in/yr mean an-
nual precipitation, based on the most
recent publicly available U.S. Depart-
ment of Agriculture 30-year data, you
must not discharge into the atmos-
phere any gases from a new affected
source that contain Hg in excess of 97 x
10-6 Ib/MWh or 0.097 Ib/GWh on an out-
put basis. The Sl equivalent is 0.0122
ng/J.

(3) For each coal-fired electric utility
steam generating unit that burns only
lignite, you must not discharge into
the atmosphere any gases from a new
affected source that contain Hg in ex-
cess of 175 x 10-¢ Ib/MWh or 0.175 Ib/
GWh on an output basis. The Sl equiva-
lent is 0.0221 ng/J.

(4) For each coal-burning electric
utility steam generating unit that
burns only coal refuse, you must not
discharge into the atmosphere any
gases from a new affected source that
contain Hg in excess of 16 x 10-6 Ib/
MWh or 0.016 Ib/GWh on an output
basis. The Sl equivalent is 0.0020 ng/J.

(5) For each coal-fired electric utility
steam generating unit that burns a
blend of coals from different coal ranks
(i.e., bituminous coal, subbituminous
coal, lignite) or a blend of coal and coal
refuse, you must not discharge into the
atmosphere any gases from a new af-
fected source that contain Hg in excess
of the unit-specific Hg emissions limit
established according to paragraph
(@)(5)(i) or (ii) of this section, as appli-
cable to the affected unit.

(i) If you operate a coal-fired electric
utility steam generating unit that
burns a blend of coals from different
coal ranks or a blend of coal and coal

159



		Superintendent of Documents
	2014-09-19T10:00:52-0400
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




